Pool Heating & Air, Inc.

220 A Black Street Thomson, GA 30824

Phone 706-597-1643 Fax 706-597-0395

Planned Maintenance Agreement for

Central Heating and Air Conditioning Equipment

Customer’s Name & Billing Address:                                 
        Description of Equipment:

__________________________________                                         _______________________________
__________________________________                                         _______________________________
__________________________________                                         _______________________________                         

Planned Preventive Maintenance- We propose to inspect the equipment 2 times a year and on each inspection perform the appropriate services per the following checklists.
(Fall/Winter Heating)

15 POINT FALL SERVICE CHECK

1.
Check and adjust thermostat

2.
Check and adjust all safety controls.

3.
Check Auxiliary Heat Strips.

4.
Check Defrost timers.

5.
Check reversing valves.

6.
Check all adequate refrigerant charges.

7.
Lubricate all moving parts.

8.
Check belts and adjust tension (if needed).

9.
Check filters, replacements included.

10.
Check all wiring and connections.

11.
Install gauges and check operating pressures.

12.
Turn exposed dampers to heating, if marked. No Balancing (if applicable)

13.
Check voltage and amperage to all motors.

14.
Check crankcase heater.

15.
Check air circulation.

(Spring/Summer Cooling)                                                                   
15 POINT SPRING SERVICE CHECK

1.
Install gauges and check operating pressures.

2.
Check voltage and amperage to all motors.

3.
Check air temperature drop across evaporator.

4.
Check all adequate refrigerant charges.

5.
Lubricate all moving parts.

6.
Check belts and adjust tension (if needed).

7.
Check filters, replacements included.

8.
Check pressure switch cutout settings.

9.
Check electrical lockout circuits.

10.
Check starting contactor contacts.

11.
Check all wiring and connections.

12.
Check and adjust thermostat.

13.
Check air temperature across condenser.

14.
Turn exposed dampers to cooling, if marked.

No Balancing (if applicable)

15.
Check that condensate drain is open.

PLANNED SERVICE: Contract holders receive preferential service over all other types of service activities normally undertaken by us.

If service is needed between maintenance visits, POOL HEATING & AIR, INC., will improve or repair the equipment upon proper authorization from customer at a labor rate per man not to exceed $75, ($5 off normal service call) plus flat rate pricing during regular working hours (Monday-Friday 8am-5pm) and furnish parts at a 10% discount.   Emergency service will be available at an overtime rate of $112.50 plus flat rate pricing after 5:00 pm and before 8:00 am and on Saturdays, Sundays, and holidays.

Full payment is required before the maintenance service specified in this contract can be preformed. It is understood that this service agreement is to begin ______________ and continue one full year from the date, after which it is to be automatically renewed each year thereafter by payment of invoice rendered, unless cancelled in writing by either party hereto.

AGREEMENT ACCEPTANCE:
Terms: $____________
Per:________________
We Accept All Major Credit Cards

Purchaser’s Signature of Acceptance
Seller’s Signature of Acceptance

By: _______________________________________________________________________________
By: _____________________________________
Title: _________________________________
Title: ___________________________________
Date:__________________________________
Date: ___________________________________
Notes: ________________________________________________________________________________________
_______________________________________________________________________________________________

